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PARTS LIST
1 |3/4"x2"” BRASS NIPPLE WITH 3/4” BRASS CAP
2 |3/4” BALL VALVE WITH SIDE TAP FIPxFIP, FEBCO
3 |1/4” 90° BRASS STREET ELBOW, 1/4"x2" BRASS
NIPPLE WITH 1/4” BRASS CAP
4 11/8"x1/4” STREET TEST COCK WITH HANDLE
5|3/4” 90° ELBOW COMxMIP, MUELLER H 15531
6 |3/4” COPPER PIPE W/2" 10 MIL TAPE
7 |1"x3/4” BRASS BUSHING
8|3/4” MIP X COMP COUPLING MUELLER H15428
9 (3/4" METER STOP, MUELLER KVT2W
10|TEST STATION COVER (8”), PIPE LINE PRODUCTS
PART NO. WTS—-858 OR EQUAL
11{3/4” METER BOX, CHRISTY B9X W/FIBERLYTE LID
12|3/4” COMP. X COMP. 90° ELBOW
NORTH MARIN WATER DISTRICT
NOVATO, CALIFORNIA
SAMPLE STATION
APPROVED DATE REV. |STD. NO.
09,/27,/02 4 27




