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TO HOUSE

‘————_____,,,_———II MIN. 3"

|
TO PRIVATE FIRE /\/
SPRINKLER SYSTEM \

TO METER COUPLING
(SEE NOTE 1)

NOTES:
1) FOR WATER SERVICE INSTALLATION
REFER TO NMWD STD. NO.15
2) ALL MATERIAL TO BE BRASS OR COPPER
3) USE INSULATING COUPLINGS IF CONNECTING

TO GALV. STEEL OR OTHER FERROUS METALS.

PARTS LIST:

1]1/4 TURN FULL PORT BALL VALVE
(BRASS)

2 [THREADED NIPPLE, (BRASS)

3 |UNION, FEMALE (BRASS)

4 |PRESSURE REDUCING VALVE DOUBLE
UNION, WATTS SERIES N35BDU

NORTH MARIN WATER DISTRICT
NOVATO, CALIFORNIA

TYPICAL PRESSURE REGULATING

VALVE (PRIVATE RESIDENCE)

APPROVED DATE REV. |STD. NO.
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